Sockets Required (Exhibit A)

Self Contained

1S
120 volt, 2 wire hot lead on left N lead on right


240 volt 3 wire self contained

2S
For 1( meter installations refer to WE Energies Meter Manual

12S
1( - 120/208 volt (1( or network) feed 5 terminal meter socket 5th terminal in 9 o’clock position

12S
3( - 240/480 volt 3 wire Delta 5 terminal meter socket 5th terminal in 6 o’clock position

15S
3( - 240 volt 4 wire Delta 7 terminal meter socket the wild leg marked & terminal on far right

14S
3( - 120/208 4 wire wye 7 terminal meter socket

Transformer Rated
4S
1( - 240 volt 3 wire 6 terminal meter socket 1( socket 2-5th terminals

5S
3( - 240 volt 3 wire Delta 8 terminal meter socket

8S
3( - 240 volt 4 wire Delta 13 terminal meter socket

6S
3( - 120/208  - 277/408 4 wire wye 13 terminal meter socket
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Note 1: There must be adequate space for test switches

Note 2: Utility furnishes CT, PT, test switches and meter wire from CT’s to meters

Note 3: Utility bar type CT
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