Exhibit B

400 amp Metering Requirements

120/208 – 277/480 volt 4 wire wye or Delta Service
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400 amp transocket











mounted to building
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1.
For any large power service a 1-13 terminal meter socket (Milbank UC 7449-XL or equivalent) shall be mounted.  Or any approved transocket.

2.
For a 277/480 volt service the shaded areas must be left free for the Potential Transformers.

3.
The service conductor from transformer to transocket will be furnished by Utility.

4.
The utility furnishes the CT’s, PT’s, test switches and meter wire from secondary side of CT’s to meters.
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